52029 SERIES RIM EXIT DEVICE - REVERSIBLE INSTALLATION INSTRUCTIONS FOR LHR DOOR

1. Door

2. Inside

3. EXTerior

4. Hinge

Measure from strike

Cut device if necessary. Device length 2 must be at least 3/32" (0.94mm) shorter than 1.

NOTE

Measure from inside of stop

Push bar must be fully depressed while cut off device

Knob trim hole 2 5/8" (64 mm) diameter

Cylinder hole diameter as required

Door mark (optional)

Inspectional frame

LHR DOOR

FRAME

EDGE OF DOOR

FRAME DOOR STOP

3/8" (10mm)

2 1/2" (64mm)

17mm

(2) #10-24 x 3/4" (top #10-24 UNC)

(2) #10-24 x 3/4" with (8d 3/4"

TD FINISHED FLOOR TO 6 1/8" (153mm)

LEG OF DOOR

2 3/4" (70mm)